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586 Dated :

M/s Nanu Industries,
Nanu House, Varde, Valaulikar Road,

M/s Nanu Industries,
Nanu House, Varde, Valaulikar Road, ,‘-
P.B. No. 125, Margao, Goa- 403 601, India I

415V, 400Amp., L.T. Panel

5) on receipt New
Outdoor
Kriscontrol
ber(s : : NIL
T Sample(s) Tested . One
ple code number(s) : STDSST215S0500
rs of test(s) conducted © Degree of Protection IP-55 (Category —2)

11/05/2015 & 12/05/2015
Cl. 134 & Cl. 14 of IS/IEC : 60947-1, 2004.

NIL
NIL ,
NIL
essing persons
presentatives : 1) Mr. Avinash Singh, Electrician
. 2) Mr. Deepesh Karpe, Manager }
istomer’s Representatives - NIE : ]
cted with name and address of - NONE '
ments constituting this report (in words) r(
of Sheet(s) : g ; FIVE _ ‘
Oscillogram(s) : NIL
- of Graph(s) : NIL
of Photograph(s) ; NIL
No of Test Circuit Diagram(s) : NIL
‘No. of drawing(s) : ONE
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Degree of Protection IP - 55 (Category -2)

1) Ingress protection against solid particles IP-5X
2) Ingress protection against liquids IP-X5
CONSTITUTING  THIS

- Supplementary test report e

No(s) - NIL

g of the equipment tested - NI/CPRI/IP/00 Rev 1 Sheet 1
Test circuit drawing No(s). .
Photograph No(s). b
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“ CENTRAL POWER RESEARCH INSTITUTE

Insulation level (V)
No. of phases
No. of poles
Contacts terminal material
Isolating distance (mm)
Shase to earth distance (mm)

_r==page distance (mm)

urrent (mm)
s of the sample

(Member of STL)

Date :

IPTION OF THE SAMPLE TESTED
mgied by the manufacturer)

LT Panel

415

400

50

660

Three + Neutral
Four

As per drawing
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76 AUG 2015

Phone : +91(0:755 25855282
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CENTRAL POWER RESEARCH INSTITUTE
(Member of STL)

Test Report No: 2015/STL/686

1) Test conducted

TEST REPORT

SCHEDULE OF TESTS

- Degree of Protection IP-5X (Category — 2)

CPRI
Date: 2 § AUG 2015

Date of test © 11/05/2015 & 12/05/2015
Condition of sample before test - New
Test Details - As per Standard
Differential Pressure maintained Duration of the test
NIL 8 hours
Observations - No traces of talcum powder observed inside the sample.
} 2) Test conducted . Degree of Protection IP —X5
‘ Date of test . 12/05/2015

Condiion of sample before test

- As such after IP 5X test.

directions with a stream

Test details - Sample was placed in normal position and test was conducted by
spraying the enclosure from all practicable
of water from a standard test nozzle as per standard.

Size of the nozzle Distance of the Water Delivery Duration of the test
used (mm) nozzle from the rate(litre/minute) (minute)
sample(mtr)
6.3 3.0 125 3.0 )
Observations - No traces of water observed inside the sample.

CONCLUSION : The test results indicate that the sample tested complies with the require

Cl. 13.4 & Cl. 14 of IS/

IEC : 60947-1, 2004.
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